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Installation instructions

Manifold assembly and pressure meter

Buderus 600 - 28C



version 02/2006

Subject to modifications resulting from technical improvements! www.buderus-domestic.co.uk

72
1.

39
7A

 -
 4

61
2 

- 
02

/2
00

6

1 Hanging the boiler

The manifold assembly is located on top of the boiler.

Attach the manifold assembly to the wall according to 
the ‘Installation and servicing instructions of the 
600 - 28C’ at subsection 1.5 on page 10.

2 Installing the pressure meter

Scope of delivery:

1. pressure meter

2. Installation instructions.

Remove the safety pin (fig. 3, item 1).

Remove the plug (fig. 3, item 2).

Fit the pressure meter (fig. 3, item 3).

Refit the safety pin.

fig. 1 manifold assembly

fig. 2 Scope of delivery
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fig. 3 Install pressure meter
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