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seCurity BrACKet 
Kit

Logic Combi 24.............................. G.C. No. 47-348-56
Logic Combi 30.............................. G.C. No. 47-348-57
Logic Combi 35.............................. G.C. No. 47-348-58
Logic + Combi 24 .......................... G.C. No. 47-348-65
Logic + Combi 30 .......................... G.C. No. 47-348-66
Logic + Combi 35 .......................... G.C. No. 47-348-67
Logic System 15 ............................ G.C. No. 41-750-24
Logic System 18 ............................ G.C. No. 41-750-25
Logic System 24 ............................ G.C. No. 41-750-26
Logic System 30 ............................ G.C. No. 41-750-27
Logic + System 15 ......................... G.C. No. 41-750-29
Logic + System 18 ......................... G.C. No. 41-750-30
Logic + System 24 ......................... G.C. No. 41-750-31

these instructions apply to the following boilers:

This kit allows for a secure boiler 
installation.  Using the bracket 
with the security screws provided 
prevents the boiler from being 
removed from the wall.

these instructions must be read in conjunction with the installation & servicing instructions 
supplied with the boiler.

instAlling the seCurity BrACKet

1. With the boiler in position, offer the bracket to the 
boiler (as shown).

2. Drill 4  holes for the fixing bracket.

3. Secure the bracket in position using the screws, 
plugs and tool provided in the fixing pack.
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idea l  stelrad group pursues a po l icy  o f  cont inu ing 
improvement in the design and performance of its products. 
The right is therefore reserved to vary specification without notice.

Logic + System 30 ......................... G.C. No. 41-750-32
Logic Heat 12 ................................ G.C. No. 41-399-99
Logic Heat 15 ................................ G.C. No. 41-409-93
Logic Heat 18 ................................ G.C. No. 41-409-94
Logic Heat 24 ................................ G.C. No. 41-409-95
Logic Heat 30 ................................ G.C. No. 41-409-96
Logic Heat + 12 ............................. G.C. No. 41-409-97
Logic Heat + 15 ............................. G.C. No. 41-409-98
Logic Heat + 18 ............................. G.C. No. 41-409-99
Logic Heat + 24 ............................. G.C. No. 41-750-21
Logic Heat + 30 ............................. G.C. No. 41-750-22
i-mini 24 ......................................... G.C. No. 47-348-77
i-mini 30 ......................................... G.C. No. 47-348-78
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