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MID POSITION
UNISHA RE VA LVE
A CTUATOR SD 2701

ORANGE

BL UE

SA 2452
CYLINDER
'STAT

MA INS
ISOLATOR

PROGRA M MER

HW
OFF

HW
ON

CH
OFF

CH
ON

PU M P

B OILER

PERMA NENT L IVE
SUPPLY TO B OILER
IF REQUIRED

WC 2202A
10 WAY
JUNCTION
B OX

240 V
50 Hz

SU PPLY

WHITE

GREY

OR

TL X ROOM
'STAT

NB  PL EASE CONSU LT BOIL ER
MA NU FA CTURERS INSTRUCTIONS
BEFORE COMPL ETING W IRING OF
PUMP A ND B OIL ER.

UNISHA RE SYSTEM WITH SEL ECT PROGRA MMER

R OOM THERMOSTAT WIR ING

TERMINA L A B N E
'STAT
TL X2xx x 3 1 4 E
TL X3101 1 8 2 N/A
TL X5xx x 1 8 2 N/A
TL X7501 2 3 N/A N/A

TECHNICA L  HEL PL INE 01698 810945

SUNVIC CONTROL S L IM ITED

M o n da y  to  Th u rsd ay 09 :0 0 - 12 :0 0
13 :0 0 - 16 :0 0

F rida y 09 :0 0 - 12 :0 0

Be llsh ill R o ad , U d d ing s to n, G la sg ow  G 71  6 N P, S co tla nd , U K
Te le p h o ne :  + 44  (0 )1 69 8  81 29 44   F ax :   +4 4  (0 )16 98  8 13 6 3 7

NB .  A ll  in s ta lla tions an d  m ain tenance m us t 
be carr ied  ou t by  a c om peten t  person  and  in  
acco rdan ce w i th  cu rren t bu ild ing  and  w ir in g  
regu lat ions .

Please consu l t  user  an d  ins tallat io n  
ins truc tions  fo r  al l  p rodu cts  used . 


